Facility Summary in Valley County in the City of Fort Peck

Location: ROCK CREEK MARINA
652 S Rock Creek Rd
Fort Peck, MT 59223-7001 Valley

Facility Code: 24936
Last Inspected On: 07/20/2022

System Facility 1D:29-11049 Operating Permit Renewal Date: 10/08/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rock Creek Marina Inc 4064852560
Operator Contact: Monty LeTexier;William Hinrichs 4064650241
Owner/Operator: Rock Creek Marina Inc
Monty LeTexier, UST Class A Operator
Monty LeTexier, UST Class B Operator
William Hinrichs, UST Class A Operator
William Hinrichs, UST Class B Operator
TankCode 02 ... Tank Installed oo oo I Cathodically o I Fiberglass |y .
Tank Age 31 Date 05/01/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1846 Spill Test Date 09/09/2021 Date ConeiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 09/09/2021 Lerk Daicsiiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 07/20/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  09/09/2021 ATG Type Gilbarco/TLS-300

Facility Summary in Valley County in the City of Fort Peck

Location: US ARMY CORPS OF ENGINEERS FORT PECK
Judith Rd
Fort Peck, MT 59223 Valley

Facility Code: 29268
Last Inspected On: 04/19/2021

System Facility ID:53-04612 Operating Permit Renewal Date: 08/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: US Army Corps of Engineers Fort Peck 4065263411

Operator Contact: Mary Nyquist;Seth Reedy;Thomas Grant 4065263411;4065263431
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Owner/Operator: US Army Corps of Engineers Fort Peck

Mary Nyquist, UST Class A Operator

Mary Nyquist, UST Class B Operator

Seth Reedy, UST Class A Operator

Seth Reedy, UST Class B Global Operator
Seth Reedy, UST Class B Operator
Thomas Grant, UST Class A Operator
Thomas Grant, UST Class B Operator

04/19/2021
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Auto

Currently in Sump Tightness Catastrophic L.D  Dialer;Mechanical . . ) .
Tank Status Use MLLD Test Date 04/19/2021 Test Date Type 3.0 Line Leak Piping Type Pressurized CP Met Types Galvanic
Detector
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEELE! Diesel P T el Test Date 04/19/2021 Leak Detection Gauging 0.2 Detection Tightness Testing VEREF (REEaEt) R
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 2500 ATG Test Date 04/19/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Valley County in the City of Glasgow

Overfill Test Date  04/19/2021 ATG Type

Location: AGLAND COOP GLASGOW
54197 US Hwy 2
Glasgow, MT 59230-1803 Valley

Facility Code: 29245
Last Inspected On: 06/15/2021

System Facility 1D:53-03160 Operating Permit Renewal Date: 07/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Agland Coop Wolf Point

Report Created: 11/1/2022

Test Date

Leak Detection

Detection
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Operator Contact: Kory Hentges 4062284641

Owner/Operator: Agland Coop Wolf Point

Allen Richard, UST Class B Global Operator

Allen Richard, UST Class B Operator

Kory Hentges, UST Class A Operator

Kory Hentges, UST Class B Operator

Michael Pallvoda, UST Class B Operator

Steven Long, UST Class B Operator
Tank Code s | - T 000 | Flapper

Tank Age 31 Vatile sillizs 05/01/1991 Tank Material Cathodically Piping Material Fiberglass . Overfill Types Valve;High Level
Date Protected Steel Reinforced Plastic Alarm
””””””””””””””” o .. Ppipinglnstalled o000 Tank  Piping oo e
Tag Number 1574 Spill Test Date Date 08/31/2012 - oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 10/26/2012 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 06/14/2021 Test Date 11/01/2019 Leak Detection Gauging 0.2 Detection Inter;tltl_al Vapor Recovery No
Monitoring

Capacity 8000 ATG Test Date Loz [lig fusss Szl Uelils Secondary Pipe |, Energy Act No
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Facility Summary in Valley County in the City of Glasgow
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Location: CIRCLE K STORE 2746281
108 1st Ave N
Glasgow, MT 59230 Valley

Facility Code: 29324
Last Inspected On: 05/18/2020

System Facility ID:53-09712 Operating Permit Renewal Date: 10/01/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Chuck Nyberg;Dean Townsend 9528308722
Owner/Operator: Rocky Mountain Oil LLC
Brad Lee, UST Class B Global Operator
Chuck Nyberg, UST Class A Operator
Dean Townsend, UST Class A Operator
Dylan Imbrescia, UST Class B Operator
Greg Brewer, UST Class B Global Operator
Jon Garcia, UST Class B Operator
Travis Struckman, UST Class B Global Operator
Tank Code | o4 ] Tank Installed oo oo o I Cathodically | I Fiberglass |~ - e
Tank Age 33 Date 08/01/1989 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
| e - . Date CONZE008  comstuction Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/10/2020 Test Date 03/10/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Franklin Fueling
Systems/8484
. Series
Overfill Test Date ATG Type PLLD:Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Tank Code 01 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 36 Date 03/01/1986 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4432 Spill Test Date Date 08/12/2008 S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/10/2020 Test Date 03/10/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 12000 ATG Test Date Test Date Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 03 Tank Installed : Cathodically - . Fiberglass .
Tank Age 34 Date 04/15/1988 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 4433 Spill Test Date Date 08/12/2008 - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 03/10/2020 Test Date 03/10/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . : Continuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Inter_'stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD

Facility Summary in Valley County in the City of Glasgow

Location: EZZIE'S MIDTOWN
204 1st Ave N
Glasgow, MT 59230-1820 Valley

Facility Code: 29276
Last Inspected On: 10/25/2022

System Facility 1D:53-05709 Operating Permit Renewal Date: 04/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc;Jody Faul 4062282313

Operator Contact: Brandon Hoerster;David Skiff;Jody Faul 4062282313;4062282713;4066542331

Owner/Operator: Ezzies Wholesale Inc

Owner/Operator: Jody Faul

Brandon Hoerster, UST Class A Operator
David Skiff, UST Class A Operator
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Jennifer Fischer, UST Class B Operator
Jody Faul, UST Class A Operator
Jody Faul, UST Class B Operator

Tank Code 05 Tank Installed . Fiberglass - . . . . .
Tank Age 22 Date 06/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4201 Spill Test Date 04/02/2020 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
8 n ; Continuous
. Line Tightness Secondary Tank Secondary Pipe "
Capacity 6000 ATG Test Date Test Date Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Franklin Fueling
Systems/TS-
Overfill Test Date  11/21/2019 ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350
Tank Code 06 Tank Installed - Fiberglass . . . . . .
Tank Age 22 Date 06/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4202 Spill Test Date 11/21/2019 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 04/02/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date Test Date Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
Franklin Fueling
Systems/TS-
Overfill Test Date  11/21/2019 ATG Type LLD;Gilbarco-

Veeder Root/TLS-
350

Facility Summary in Valley County in the City of Glasgow

Location: EZZIES WHOLESALE GLASGOW
1330 US Hwy 2 W
Glasgow, MT 59230 Valley

Facility Code: 29361
Last Inspected On: 01/27/2021

System Facility ID:53-10475 Operating Permit Renewal Date: 03/24/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Report Created: 11/1/2022
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Operator Contact: Brandon Hoerster;David Skiff 4062282713;4066542331

Owner/Operator: Ezzies Wholesale Inc

Brandon Hoerster, UST Class A Operator
Brandon Hoerster, UST Class B Global Operator
Brandon Hoerster, UST Class B Operator

David Skiff, UST Class A Operator

David Skiff, UST Class B Global Operator

David Skiff, UST Class B Operator

Jarid Jensen, UST Class B Operator
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Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
Reinforced Plastic

11/21/2002

Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
Reinforced Plastic

11/21/2002 Flexible Plastic High Level Alarm

Report Created: 11/1/2022 Page [9] of [22]



Report Created: 11/1/2022
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Facility Summary in Valley County in the City of Glasgow
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Location: FRANCES MAHON DEACONESS HOSPITAL
6213rd StS
Glasgow, MT 59230-2604 Valley

System Facility ID:53-05192

Facility Code: 29273

Last Inspected On: 07/27/2020

Operating Permit Renewal Date: 11/06/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Frances Mahon Deaconess Hospital 4062284351
Operator Contact: David Nixdorf
Owner/Operator: Frances Mahon Deaconess Hospital
David Nixdorf, UST Class A Operator
Jeff Damboise, UST Class B Operator
Paul Sallee, UST Class B Operator
Walter Adams, UST Class B Operator
LES(ele s 03 Tank Age 27 Jankinstalled - 5/01/1905 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types | Flapper Valve
TagNumber 1118 | Spill TestDate  o7i2zi2000  FiPinginstalled Tak o opewaled  PPING Double Walled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
PIEE ! Diesel PRI PRI Test Date 05/22/2013 Leak Detection Gauging 0.2 Detection Tightness Test VETZEIT RESEY I
" n Continuous ; Continuous
Capacity 4000 ATG Test Date .I;lensi El;;tl;tness 07/22/2020 f:glc() %de?;)éggqu Interstitial ggfg;?oar:y e Interstitial Energy Act No
Monitoring Monitoring
Overfill Test Date  02/04/2021 ATG Type ;’ggder Root/TLS-
LSSt 04 Tank Age 27 EZ?: i fe 10/01/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 1119 | Spill TestDate  o7i2zi2020  FPiNgnstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
PIEE ! Diesel FEERIIES P Test Date 05/22/2013 Leak Detection Gauging 0.2 Detection Tightness Test Vel [HEEeEs) R
. . Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 2000 ATG Test Date 07/22/2020 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Overfill Test Date  02/04/2021 ATG Type Veeder Root/TLS-

300

Report Created: 11/1/2022

Facility Summary in Valley County in the City of Glasgow
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Location: GLASGOW INTERNATIONAL AIRPORT
89 Airport Rd
Glasgow, MT 59230-2843 Valley

Facility Code: 29250
Last Inspected On: 07/14/2021

System Facility ID:53-03271 Operating Permit Renewal Date: 07/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Dave Reinhardt;Valley County Airport Commission 4062288221

Operator Contact: Lucas Locke;Manfreda Donovan;Robert Lipscomb 4062302257;4062637010;4062932067

Owner/Operator: Dave Reinhardt
Owner/Operator: Valley County Airport Commission

Lucas Locke, UST Class A Operator
Lucas Locke, UST Class B Operator
Manfreda Donovan, UST Class A Operator
Manfreda Donovan, UST Class B Operator
Robert Lipscomb, UST Class A Operator
Robert Lipscomb, UST Class B Operator

Tank Code 01 Tank Installed : Cathodically - - . .
Tank Age 42 Date 01/01/1980 Tank Material Protected Steel Piping Material Steel Overfill Types High Level Alarm
Tag Number 2726 Spill Test Date Pz itz ot :_ri?;(ijorllm ressed FHIEfn None AST No
9 P Date Construction o P Construction
urrent
Temporarily Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types Current
L . Statistical : q
o Tank/Piping CP Primary Tank Primary Pipe
Product Aviation Gas PLLD Test Date Test Date 07/14/2021 Leak Detection Inventory _ Detection Vapor Recovery No
Reconciliation
- Line Tightness Secondary Tank Secondary Pipe
D | B | TestDate COl09/2006  LeakDetection Detection .
Overfill Test Date ATG Type
Tank Code 02 Tank Installed : Cathodically - . - . .
Tank Age 41 Date 04/07/1981 Tank Material Protected Steel Piping Material No Piping Overfill Types High Level Alarm
Tag Number 2727 Spill Test Date g stttz UELTLS :_ri?eer(ijorllm ressed B None AST No
9 P Date Construction P Construction
Current
Temporarily Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Not Listed CP Met Types Current
Jet Fuel (Jet- _ . Statistical . . Statistical
Product A, Jet-Al, PLLD Test Date 1:2:({5;?;”9 € 07/14/2021 E;Z‘(aéitzi?ilgn Inventory ngg{%slpe Inventory Vapor Recovery No
JP5) Reconciliation Reconciliation
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Facility Summary in Valley County in the City of Glasgow

Location: LAKERIDGE LODGING AND BAIT SHOP Facility Code: 29312
5990 MT Hwy 24 S Last Inspected On: 12/06/2021
Glasgow, MT 59230-8822 Valley System Facility ID:53-08383 Operating Permit Renewal Date: 05/04/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Carrie Mindt;Team Lakeridge LLC 4065263597

Operator Contact: Carrie Mindt;Gene Moore 4065263597

Owner/Operator: Carrie Mindt
Owner/Operator: Team Lakeridge LLC

Carrie Mindt, UST Class A Operator
Carrie Mindt, UST Class B Global Operator
Carrie Mindt, UST Class B Operator
Gene Moore, UST Class A Operator
Gene Moore, UST Class B Operator

Tank Code 05 Tank Installed . . : Fiberglass g
Tank Age 25 Date 05/15/1997 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1509 Spill Test Date 12/06/2021 Date S Double-Walled oSG None AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
I Coccre. DN | TestDate OUZLEOT  LeakDetection  Monioring  Defection .
. Line Tightness Secondary Tank Secondary Pipe
S 4000 A T (D Test Date Leak Detection Detection SIS /- 80 No
Overfill Test Date 12/06/2021 ATG Type
Tank Code 06 Tank Installed . . : Fiberglass g
Tank Age 25 Date 05/15/1997 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1510 Spill Test Date  12/06/2021  £IPing Installed Es Double-Walled ~ HPING None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel PLLD Test Date Test Date 01/21/2013 Lerk Daicsiiom Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
S 2000 A T (D Test Date Leak Detection Detection SIS /- 80 No
Overfill Test Date  12/06/2021 ATG Type

Report Created: 11/1/2022 Page [15] of [22]



Facility Summary in Valley County in the City of Glasgow

Location: TRAILSIDE GENERAL STORE GLASGOW
54271 Hwy 2 E
Glasgow, MT 59230 Valley

System Facility ID:53-07787

Facility Code: 29299

Last Inspected On: 12/15/2020

Operating Permit Renewal Date: 12/15/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Wayne Waarvik 4062289528
Operator Contact: Wayne Waarvik 4062289528
Owner/Operator: Wayne Waarvik
Wayne Waarvik, UST Class A Operator
Wayne Waarvik, UST Class B Global Operator
Tank Code | 3 ] Tank Installed 0 ooor ek vare I Fiberglass o N Fiberglass |~ 00
Tank Age 31 Date 09/09/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
| . | Date Construction Construction " - R oo
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
Inventory
. Tank/Piping CP Primary Tank Reconciliation;Ta Primary Pipe MLLD Line
PIEE ! Diesel PRI PRI Test Date 12/15/2020 Leak Detection nk Tightness Detection Tightness Testing VETZEIT RESEY I
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Testing DN DN .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Tank Code 04 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 31 Date 09/09/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types
n Piping Installed Tank Piping
Tag Number 3874 Spill Test Date Date Construction Construction None AST No
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
Inventory
. Tank/Piping CP Primary Tank Reconciliation;Ta Primary Pipe MLLD Line
PIEELE! Gasoline P T el Test Date 12/15/2020 Leak Detection nk Tightness Detection Tightness Testing VEREF (REEaEt) R
Testing
Capacity 10000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Test Date

Overfill Test Date

Leak Detection
ATG Type

Detection

Facility Summary in Valley County in the City of Hinsdale

Report Created: 11/1/2022
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Location: RAIDERS QUICK STOP

842 1st Ave N
Hinsdale, MT 59241 Valley

System Facility ID:60-15298

Facility Code: 31002

Last Inspected On: 07/22/2020

Operating Permit Renewal Date: 10/11/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331
Owner/Operator: Ezzies Wholesale Inc
David Skiff, UST Class A Operator
Nickole Cline, UST Class B Global Operator
Nickole Cline, UST Class B Operator
Tank Code | o ] Tank Installed oo o I Fiberglass o ™ N 1 .
Tank Age 5 Date 04/10/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5716 Spill Test Date 07/22/2020 Date 04/12/2017 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 07/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoing .
n Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 2000 ATG Test Date Test Date 07/05/2017 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Overfill Test Date  07/22/2020 ATG Type E‘\‘j"o”’ TS-550
Tank Code 02 Tank Installed . Fiberglass - . . . .
Tank Age 5 Date 04/10/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
T | Spil Testbate 07222020 pae OUIZOLT  construction  POWPEWAISd  consiruction  PoubleWaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date x Interstitial ; Interstitial Vapor Recovery Yes
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 5000 ATG Test Date Test Date 07/05/2017 Leek Dacsiion Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Overfill Test Date  07/22/2020 ATG Type Esoon/TS—SSO
LES(ele s 03 Tank Age 5 Tanklnstalled /15017 Tank Material ~ Fierglass Piping Material  Flexible Plastic  Overfill Types | Flapper Valve

Report Created: 11/1/2022

Date

Reinforced Plastic
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n Piping Installed Tank K Piping
Tag Number 5718 Spill Test Date 07/22/2020 Date 04/12/2017 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 07/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date - Interstitial ; Interstitial Vapor Recovery Yes
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

Capacity 2000 ATG Test Date Test Date 07/05/2017 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes

Overfill Test Date  07/22/2020 ATG Type 'E”\SOO”’TS‘SSO
Tank Code 04 Tank Installed - Fiberglass . . . . .

Tank Age 5 Date 04/10/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 5727 Spill Test Date 07/22/2020 Date 04/12/2017 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 07/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Diesel PLLD Test Date i:gtkg:;?éng G Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery No
Monitoring Monitoring
q Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe

Capacity 2500 ATG Test Date Test Date 07/05/2017 Lerk e Gauging 0.2 Detection ELLD 0.2 Energy Act Yes

Overfill Test Date  07/22/2020 ATG Type E‘\‘jg”’ TS-550

Location: AGLAND COOP NASHUA
810 Front St
Nashua, MT 59248 Valley

Facility Summary in Valley County in the City of Nashua

System Facility 1D:53-10461

Facility Code: 29360

Last Inspected On: 06/15/2021

Operating Permit Renewal Date: 08/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Agland Coop Wolf Point

Operator Contact: James Merideth

Owner/Operator: Agland Coop Wolf Point

Allen Richard, UST Class B Global Operator
Allen Richard, UST Class B Operator
James Merideth, UST Class A Operator

James Merideth, UST Class B Global Operator

Michael Pallvoda, UST Class B Operator
Steven Long, UST Class B Operator

Report Created: 11/1/2022
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Report Created: 11/1/2022

03/01/1990

03/01/1990

03/01/1990

Cathodically
Protected Steel

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic

Cathodically
Protected Steel

Automatic Tank

Gauging 0.2

Gilbarco/EMC
Basic

Cathodically
Protected Steel

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic

Cathodically
Protected Steel

Automatic Tank
Gauging 0.2
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. Gilbarco/EMC
Overfill Test Date ATG Type Basic

Facility Summary in Valley County in the City of Opheim

Location: PRO COOP OPHEIM
45 S Main
Opheim, MT 59250 Valley

Facility Code: 29300
Last Inspected On: 11/19/2020

System Facility 1D:53-07814 Operating Permit Renewal Date: 02/12/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pro Coop Opheim 4067623231
Operator Contact: Jason Nasby;Myron Redfield; Timothy Stenglein 4067623231
Owner/Operator: Pro Coop Opheim
Jason Nasby, UST Class A Operator
Jason Nasby, UST Class B Operator
Myron Redfield, UST Class A Operator
Myron Redfield, UST Class B Operator
Timothy Stenglein, UST Class A Operator
Timothy Stenglein, UST Class B Operator
LSS0l 04 Tank Age 29 BZ?: Tl fze 08/01/1993 Tank Material Steel Clad Piping Material Elgii;glrizsd Plastic Overfill Types Flapper Valve
””””””””””””””” o ... Pipinglnstalled ~ Tank ... Pping . e
Tag Number 1820 Spill Test Date Date - Double-Walled oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel PLLD Test Date Test Date 11/19/2020 Leak Detection Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate Leak Detection Detecton .
Overfill Test Date ATG Type
Ll 05 Tank Age 29 EZ?(L( Ttz 08/01/1993 Tank Material Steel Clad Piping Material Elgi?#glr?:sésd Plastic Overfill Types Flapper Valve
””””””””””””””” o o Pipinglnstalled ~ Tank ... Pping . e
Tag Number 1821 Spill Test Date Date Construction Double-Walled Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Gasohol/Etha Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
PELLE! nol FLHD T Test Date 11/19/2020 Leak Detection Monitoring Detection e "\
. Line Tightness Secondary Tank Secondary Pipe
CHpaey; 3700 AV TTEST DR Test Date Leak Detection Detection SR /A No

Report Created: 11/1/2022
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Overfill Test Date ATG Type

Tank Code 06 Tank Installed . - . Fiberglass .
Tank Age 29 Date 08/01/1993 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank R Piping
Tag Number 1822 Spill Test Date Date Construction Double-Walled Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel PLLD Test Date Test Date 11/19/2020 Leak Detection Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate Leak Detection Detecton .
Overfill Test Date ATG Type
Tank Code 07 Tank Installed ] - ; Fiberglass g
Tank Age 29 Date 08/01/1993 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank R Piping
| - . Date Construction PP WAI  construction N R oo
Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Diesel PLLD Test Date Test Date 11/19/2020 Leak Detection Monitoring Detection Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe
| e . TestDate Leak Detection Detection .
Overfill Test Date ATG Type
Facility Summary in Valley County in the City of Saint Marie
Location: MT AVIATION RESEARCH BLDG CO BLDG 649A Facility Code: 29550
Address Unavailable (DEQ_GEO_LOC_INFO : 44095) Last Inspected On: 05/11/2021
Saint Marie, MT 59231 Valley System Facility 1D:53-12774 Operating Permit Renewal Date: 10/19/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Montana Aviation Research Co 4065243777

Operator Contact: Brad Juntunen;Brian Mix;Darcel Wesen;Kenny Bryan;Kevin 4062289584;4062631362;4062634591;4062636931;4065243777
Wersal;Lynn Blatter;Michael Myrick;Preston Murch

Owner/Operator: Montana Aviation Research Co

Brad Juntunen, UST Class A Operator
Brad Juntunen, UST Class B Operator
Brian Mix, UST Class A Operator
Brian Mix, UST Class B Operator
Darcel Wesen, UST Class A Operator
Darcel Wesen, UST Class B Operator
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Kenny Bryan, UST Class A Operator
Kenny Bryan, UST Class B Global Operator
Kenny Bryan, UST Class B Operator

Kevin Wersal, UST Class A Operator
Kevin Wersal, UST Class B Operator

Lynn Blatter, UST Class A Operator

Lynn Blatter, UST Class B Global Operator
Michael Myrick, UST Class A Operator
Michael Myrick, UST Class B Operator
Preston Murch, UST Class A Operator
Preston Murch, UST Class B Operator

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Currently in

Jet Fuel (Jet- )
A, Jet-Al, Automatic Tank

Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass
01/01/1994 Bare Steel Reinforced Plastic

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC




